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NOTES:
General
· Plans to be read in conjunction with Fluent Solutions

Project Specification.
· All works shall comply with NZS 4404:2010 and the

QLDC Land Development and Subdivision Code of
Practice 2020.

· If in doubt ask.
· Refer any issues to the Engineer before proceeding

with work.
· Do not scale off drawings.
· Aerial Imagery is indicative only and has been sourced

from LINZ GIS.
Co-ordinates and Levels
· Co-ordinates in terms of:

NZGD 2000 Lindis Peak Circuit.
· Elevations in terms of:
· New Zealand Vertical Datum 2016

1:125 m
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Verify all dimensions on site before commencing work. Prioritise figured dimensions over scaling. Refer all discrepancies to the drawing office.
This document and the copyright in this document remain the property of Fluent Infrastructure Solutions Ltd. The contents of this document may
not be reproduced either in whole or in part by any means whatsoever without the prior written consent of Fluent Infrastructure Solutions Ltd.
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239°27'10"

265°58'10"

85°58'10"

58.72 m

37.29 m

11.32 m

59°27'10"

66.41 m

42°44'

81.54 m

40°02'

73.26 m

Section 8 SO 459975
Mt Cardrona Station

LOT 2 DP548357
Cardrona Valley Farms Ltd

Version: 1, Version Date: 17/02/2022
Document Set ID: 7151656

Attachment A

32


	3a. ATTACHMENT A - LO220005 - Cardrona River Intake Layout Plan - Rev E (1)



